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MEASUREMENT METHOD 

The measurements were made by a goniophotometer at the dark room of SSL Resource Oy. The luminous 

intensities of a light source at different directions were measured with a calibrated photometer located at a 

known distance from the light source.  

Table 1. List of the used measurement quantities. 

Quantity Symbol 

Luminous flux V 

Luminous efficacy V 

Input power PIN 

Power factor PF 

Luminous intensity (,C)=(0°,0°) IV 

Maximum luminous intensity IV, max 

The direction of the maximum luminous intensity IV, max (max, Cmax) 

Beam-angle, 50% from the peak intensity BA50 

Beam-angle, 10% from the peak intensity BA10 

Downward flux fraction (< 90°) DWFF 

MEASUREMENT UNCERTAINTY 

The expanded measurement uncertainties of the luminous flux and luminous efficacy are ±3.8% and ±4.0% 

(k = 2), respectively.  

MEASUREMENTS  

Table 1 describes the measurement conditions. The luminaire under test and photometer were mounted 

onto the same optical axis and perpendicular by an alignment laser and auxiliary mirror. The measurement 

distance from the rotation axis to the photometer optical receiving surface was measured by laser distance 

meter and a caliper.  

Table 1. Measurement information. 

Parameter Value 

Ambient temperature of the laboratory (24  1)C  

Supply voltage (230.0  0.3) V 

Measurement distance  7.752 m 

Location of the rotation axis (behind the outermost surface of the optics) 200 mm 

max 150° 

step 2.5° 

Cstep 15° 

Stabilization time 60 min 
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RESULTS  

The measurement results are shown in tables 2 and in figures 1-2.  

 

The transversal isolux curves are presented in figures on pages 5-8. The isolux curves was presented for 

mounting heights of 3, 4, 5, and 6 meters. The ageing degradation factor of the installation was 0.8. 
 

 

 

Table 2. The measurement results of luminous intensity distribution. 

V 

(lm) 
PIN 

(W) 
PF 

V 

(lm/W) 
IV 

(cd) 
IV,max 
(cd) 

(max, 

Cmax) 
DWFF 

BA50, 

C0-180 / C90-

270 

BA10, 

C0-180 / C90-

270 

2279  28.8  0.941 79.1  337 340 
(40.0°, 

0.0°) 
82.4 % 190° 245° 

 

 

 Figure 1. Polar curve. 
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Figure 2. Cumulative luminous flux. 
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Mounting height = 6 m 
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Mounting height = 5 m 
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Mounting height = 4 m 
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Mounting height = 3 m 
 

 

 
 


