
 
SERVICING 

 
 
CODE  DESCRIPTION 
1  CENTRAL CONE 
2  FUSE 
3  COLLAR 
4  LOCKING NUT 
5  FRAME 
 
Loosen the valve from the ductwork by turning anti-clockwise. Note the adjusted opening position 
of the central cone.
 
Wipe the parts with a damp cloth, instead of immersing in water. After cleaning, reattach the valve 
by pushing it into the installation frame and turning it until it is firmly attached.
 
Note: Do not use hot water or high temperatures during cleaning, as this could cause unnecessary 
release of the fuse.
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Keskmine koonus
Sular
Plafooni kest
Kinnitusmutter
Raam

Vabasta plafoon torustiku küljest keerates seda vastupäeva. Märgi ära koonuse 
reguleeritud vahe 
Pühi osad kuiva lapiga. Pärast puhastamist kinnita plafoon uuesti torustiku külge, 
surudes ta kinnitusraami ja keerates kuni plafoon on kindlalt kinni.

Tähelepanu: Ära kasuta kuuma vett ega kõrgeid temperatuure puhastamise 
juures, see võib põhjustada plafooni temperatuurisulari rakendumise.

Osade loetelu
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