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Replaceable light source NO: Kan kun installeres og vedlikeholdes av en registrert
by a professional installasjonsvirksomhet.

DK: Ma kun installeres og vedligeholdes af uddannet elektriker.
_6_ m SE: Skall installeras och underhallas av behorig elektriker.
NN T EN: Only to be installed and maintained by an authorized electrician.
FR: Doit étre installé et maintenu par un électricien qualifié.
NL: Mag alleen geinstalleerd en onderhouden worden door een
bevoegde elektricien.

Replaceable control gear
by a professional

DE: Dieses Produkt darf nur durch autorisiertes Personal (z.B. Elektro-
Installateur) angeschlossen, in Betrieb genommen und gewartet
@ werden.

FI: Asentaa ja huoltaa saa vain valtuutettu sahkoasentaja

NO: Skru av stremmen fgr montering.

DK: Sluk for stremmen inden montering.

SE: Stang av strommen innan montering.

EN: Turn off power before installing.

FR: Couper le courant avant l'installation.

NL: Stroom uitschakelen voor u het toestel installeert.
DE: Vor Installationsarbeiten den Strom abschalten.
Fl: Sammuta virta ennen kytkemista
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Commision lights
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You have no projects

Create a new project and add
groups and devices.
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+ Addanew project <

We recommend that you limit each
project to 500 lights to avoid issues with
project backup.
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This project is empty. Create a
new group and add luminaires.

Tap plus to create

Create a group
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Classroom 001
OLIGHTS

Lights Sensors
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Switches

Classroom 001 is empty.
Add lights to this group.

Tap plus to add lights
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Classroom 001
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Classroom 001is empty.
Add lights to this group.

Tap plus to add lights
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Classroom 001
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What would you like to add?

LIGHTS

Switches, sensors and gateways can
only be added after lights are added.
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Add lights

Classroom 001

Looking for devices

Please wait while system scans the
environment

Ve
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Classroom 001

Discovered (5) Added (0)

Start flashlight commissioning

You are in range with devices
that support flashlight commissioning
feature
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Device XXXX
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4 List Based Commissioning

4.1
4 Q

< = i

Classroom 001
0 LIGHTS

Lights Sensors Switches
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Classroom 001is empty.
Add lights to this group.

Tap plus to add lights

4.2

What would you like to add?

LIGHTS

Switches, sensors and gateways can
only be added after lights are added,
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4 R

Add lights

Classroom 001
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Looking for devices

Please wait while system scans the
environment
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Classroom 001

X

Discovered (5) Added (0)

@ You can only add compatible lights tothe
group.

Device XXXX

Device XXXX ADD
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0/2 devices added sTop
—— ADDING

4 2

Add lights
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Lights Sensors Switches
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Device_XXXX
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Classroom 001
Discovered (5) Added (0)

Start flashlight commissioning
You are in range with devices
that support flashlight commissioning
feature
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« Addlights

Classroom 001

Discovered (5) Added (0)

@ You can only add compatible lghts to the
group.

Device XXXX ADD
Device XXXX ADD
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Classroom 001
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Lights Sensors Switches

Group devices

Device XXXX

Device XXXX

Device_XXXX

i Groupinfo

Enable test mode

Create a zone

89 Generate QR code

O Refresh network

Delete group
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Create a zone

Group name

Front

Create a zone

Create a zone
Front

Select devices for this zone

selectall (@
Device XXXX
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Add to zone
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Lights Sensors Switches

Group devices

Device_XXXX
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